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UTILITIES

TYPICAL SANITARY HOUSE CONNECTION

SERVICE

FLEXIBLE COUPLING

FLEXIBLE REDUCING COUPLING

NOTE:

1. WHEN MAKING CONNECTION TO EXISTING BUILDING WASTE LINE OF A DIFFERENT MATERIAL, UTILIZE
FLEXIBLE COUPLINGS, FERNCO SERIES 1000 OR APPROVED EQUAL.

2. WHEN MAKING CONNECTION TO EXISTING BUILDING WASTE LINE OF THE SAME MATERIAL (I.E. PVC TO
PVC), UTILIZE SOLID SLEEVE COUPLING.

ALLOWABLE CONNECTION -
SANITARY HOUSE CONNECTION TO BUILDING WASTE LINE OF DIFFERING MATERIAL
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