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NOTES:

1. USE OF THIS DETAIL ONLY APPLIES TO PRIVATE WATER SYSTEMS NOT CONTAINING INDIVIDUAL METERS AT EACH
SERVICE.  FOR DOMESTIC WATER SERVICES ON PUBLIC WATER SYSTEMS, SEE WTRD-1.2.

2. THE CURB BOX SHALL BE PLACED 1'-0 FROM THE EDGE OF THE SIDEWALK OR 2'-0 INSIDE THE RIGHT-OF-WAY OR
EASEMENT LINE WHEN NO SIDEWALK IS PRESENT OR PROPOSED.

3. THE CURB STOP SHALL BE INSTALLED WITH VALVE OPENING FACING THE STRUCTURE TO BE SERVED. THE CURB STOP

SHALL TURN '14 TURN' CLOCKWISE ON TO OFF POSITION (TYPICAL).

4. CURB BOXES SHALL BE PLACED A MINIMUM OF 20'-0 FROM ANY EXISTING OR PROPOSED FOUNDATION OR
STRUCTURE.

CURB BOX
(MUELLER H-10350
OR APPROVED
EQUAL)

3
4", 1", 11

2", OR 2"
TYPE K COPPER

3
4", 1", 11

2", OR 2"
TYPE K COPPER
OR MIN 160#
P.V.C.CORPORATION STOP

(MUELLER 300 BALL
TYPE B-25008

OR FORD FB1000-Q
BALLCORP)

CURB STOP
(MUELLER 300 BALL

CURB VALVE B-25209
OR FORD B44-Q

BALL VALVE )
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PROPERTY OWNER
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