
STANDARD DETAIL

Public Works  Department

WTRD-14.0

Rev. 12/31/2018

WATER

THRUST BLOCK DETAIL

1/2" STEEL PLATE

PLAN VIEW
SECTION A-A

LIFT RING DETAIL

LIFTING RING

#5 BAR

3"R

15.3918'3"37"16"

8.6418'3"23"12"

4.0010'1"12"8"

2.5210'1"8"6"

1.7610'1"6"4"

1.4310'1"5"3"

LBH

6" 6"

6
"

H

18"

B
B

3/4" CORP. STOP

"L" MINIMUM

D
+

2
'-

0
"

6
"

2'-0"

D

A A

PIPE
DIAMETER

VOLUME
CU. FT.

NOTES:

1. BACKER DESIGNED FOR 3000 PSF SOIL BEARING.

2. END OF PIPE CAPPED OR PLUGGED.

3. GREASE STEEL PLATE WHERE IN CONTACT WITH CONCRETE BACKER.

4. PLACE CONCRETE AGAINST UNDISTURBED SOIL.

5. THOROUGHLY COMPACT BACKFILL BETWEEN VALVE AND END OF PIPE.

6. A LAYER OF POLYETHYLENE SHEETING REQUIRED BETWEEN CONCRETE AND WATERLINE, VALVES, ETC.




